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Quick Installation Guide
MultiPlus 12V 24V 48V 3000VA 16A 230Vac
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The adjusted maximum charge current
might be too high for your application.

To prevent your batteries from damage it
May be necessary to adjust the maximum
charge current.
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For fuse values:
refer to the user manual
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